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The following questions have been raised by prospective offerors. 
 
Question 1)  The generator container specs call for an outlet plug ... is there 
 any requirement for a distribution box, circuit breaker panel, or external 
 switch? 
 
Question 2)  The outlet plug called for is identified as a 33-94167, which 
 according to the manufacturer's distributor is used for 120/208v. The spec 
 calls for 600v which should use a plug number 33-94147.  Which plug is 
 correct? 
 
Question 3)  Does the fuel tank require a double wall? Does it need to meet DOT 
 specs? 
 
Question 4)  Is there a preferred design to the fuel tank ... ie. Flat 
 horizontal, covering the container floor or up-right vertical in one end of 
 the container? 
 
Question 5)  Regarding the additional entry door ... is there a preferred 
 location (side, end ?) 
 
Question 6)  Does this entry door require a lock set? If so, what type? 
 
Question 7)  Is there a requirement for a light (light bulb/fixture) inside the 
 generator container? 
 
Answer to Questions 1-7 The attached  drawing should answer questions 1 – 7 above. 
 
Question 8)  Regarding the full access cargo containers ... does the Army want 
 soft sides (ie. roll-up tarps) or hard sides (steel) ? 
 
Answer:  Full access containers have steel doors all the way around. 
 
Question 9)  If steel sides are required, is entire 20 foot side access required, 
 or will two sets of standard 8ft wide container doors be acceptable on each 
 side? 
 
Answer:  With the steel doors open, the only structure you should see are the four corner posts. 
 
Question 10)  If entire 20 foot access is required ... is it acceptable to have a 
 vertical center support beam on each side of the container to help support 
 the 10,000lbs shelf loads? 
  
Answer:  No vertical center supports are allowed. 
 
Question 11)  What is meant on the Item lines 1a, 2a, 3a, 4a, 5a,  by the term 
 "(one end opening)"? 
  
Answer :  The line items require that one end has doors.   The remaining structure is a steel box. 
  
Question 12)  Where can we find information regarding the "Specifications for 
 military explosives, Commandant Coast Guard Approval Number 001-90, Revision 
 2" found on page 9 of the solicitation? 
 
Answer :  These specifications  have been incorporated into the Marine Safety Manual, Vol. VI, Chapter 9 - 
Container Inspection Program.  The web site is www.uscg.mil/hq/g-m/nmc/pubs/msm/index.htm  
 
 


















